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PROPOSED MODULARCLASS ROOMS

EXISTING LONG LOTS
ELEMENTARY SCHOOL

BASKETBALL HOOP &
BACKBOARD TO BE
RELOCATED BY
SCHOOL PERSONNEL
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CONCRETE PIERS
MIN. 42" BELOW GRADE

*

**

*

*

*

*

*

*

27"24"24"27"24"24"27"

36" 27" 27" 36" 27" 36"

27"24"24"27"24"24"27"

27"

GENERAL NOTES:

1. PROVIDE 10" DIA. X 42" DEEP FOOTINGS AT EACH UPRIGHT OF ALL EXTERIOR RAMPS,
STAIRS, PLATFORMS.

2. THE FOUNDATION CALCULATIONS, FOOTING & PIER DESIGN, & INSTALLATION TO BE BY
THE PORTABLE CLASSROOM MANUFACTURER

3. BOTTOM OF FOOTINGS TO BE A MINIMUM OF 42" BELOW FINISH GRADE.
4. FOUNDATION PLAN, FLOOR FRAMING & DECK FRAMING PLAN TO BE SIGNED & SEALED

BY A STRUCTURAL ENGINEER RETAINED BY THE CONTRACTOR
5. FOUNDATION PLAN & DETAILS SHOWN ARE SCHEMATIC & NOT INTENDED FOR

CONSTRUCTION.

FOUNDATION PLAN
SCALE: 1/4" = 1"-0"

NOTES:

BLOCK AND LEVEL SYSTEM WILL BE ACCEPTED
AND IS PREFERRED FOUNDATION METHOD.
BID MUST INCLUDE CERTIFICATION FROM A CT
LICENSED STRUCTURAL ENGINEER FOR THE
FOUNDATION SYSTEM PROPOSED

6" THICK CONC SLAB ON
6" CRUSHED STONE BASE

when anchor device has <4" concrete
cover from edge of pier, install......

1/2" DIA. epoxy / chemical anchor rod w/
slope washer & 8" minimum 45 degree
embedment @ anchor PIERS ONLY, (     ) *
when anchor device has >4" concrete cover
from edge of pier, install......

or

1/2" DIA. EXPANSION BOLT w/ slope
washer & 8" minimum 45 degree
embedment (HILTI: KWIK BOLT II OR
EQUAL) @ anchor PIERS ONLY, (     ) *
CONCRETE PIER (SEE drawing
sheet #s-1 for minimum SIZE
REQUIREMENTS)

install 3/8" carriage bolts @ 4'0" oc around
steel chassis perimeter & 12" in from all
corners

FINISHED FLOOR ELEVATION.  SEE PLAN
AND/OR MATCH EXISTING BLDG.

TOP OF PIER

HEIGHT MAY VARY WITH
FINISHED GRADE ELEVATIONS.

FINISHED GRADE VARIES
(VERIFY IN FIELD)

embed reinforcing bar 12" into concrete footing, bond
w/ epoxy adhesive...fastenal  pro-poxy 300 fast, hilti
hy150 system or equal

VERTICAL DOWELS per typical details

AUGERED CONCRETE FOOTING
PLACED AND VIBRATED.  (SEE
drawing sheet #s-1 FOR
minimum SIZE REQUIRED)

1. BAR TO EXTEND MIN. OF 12" INTO FOOTING
AND MIN. 3" FROM TOP OF PIER.

2. ALL HORIZONTALLY PLACED CROSS
MEMBERS TO BE 3/8" DIA., (#3 MIN.) RE-BAR
@ 12" O.C.  FROM BOTTOM OF VERTICAL
DOWELS.

3. ALL 6" HOOKS TO POINT TO CENTER OF
PIERS

NOTES:

TYPICAL VERTICAL PIER DOWELS

12
" M

IN
.

42
"  

M
IN

IM
UM

 D
EP

TH

BY
 H

EI
GH

T O
F 

PI
ER

.  L
EN

GT
H 

OF
BA

R 
TO

 B
E 

DE
TE

R.

Pier / Footing Cross-Section

1. CONCRETE SHALL BE AIR ENTRAINED AND SHALL HAVE MIN.
DESIGN STRENGTH OF 3000 PSI AT 28 DAYS.  MAXIMUM
SLUMP - 4 "

2. Deformed rebar to be grade #60. anchor rods to be a minimum
of astm a307. epoxy / chemical rod system to be by hilti, rawl, or
equal system.

3. ALL ACTUAL DIMENSIONS TO BE DETERMINED BY "ON SITE"
CONDITIONS AND THE BUILDING MANUFACTURER

4. FOOTING SIZE INDICATED ARE BASED UPON 2 TON / SQ. FT.
virgin SOIL BEARING CAPACITY.  SHOULD LESS SOIL
CAPACITY BE ENCOUNTERED, FOOTING SIZE SHALL BE
ADJUSTED ACCORDINGLY by cbsi design group.

GENERAL NOTES:

ANCHORING DETAIL
PIER & FOOTING SECTION
SCALE: N.T.S.

1/2" DIA. epoxy / chemical anchor rod w/ slope
washer & 8" minimum embedment, (2 req'd) @
corner anchor PIERS ONLY, (     ) * m

12
 x 
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m

 fla
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m
12

 x 
9.8

bo
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m
 fla

ng
e

m12 x 9.8
bottom flange

16" x 16" concrete pier

end wall corner anchor (    ) pier
bolt pattern  * end wall interior anchor (    ) pier

bolt pattern  * end wall

m12 x 9.8
bottom flange

1/2" DIA. EXPANSION BOLT w/ slope washer & 8"
minimum 45 degree EMBEDMENT.
(HILTI: KWIK BOLT II OR EQUAL)
@ anchor PIERS ONLY, (     ), 2 req'd *
or

1/2" DIA. epoxy / chemical anchor rod
w/ slope washer & 8" minimum 45
degree embedment, (2 req'd) @
anchor PIERS ONLY, (     ) *

DETAIL DRAWINGS OF
RE-BAR CAGES
SCALE: N.T.S.

TYPE "A" REINFORCEMENT TYPE "B" REINFORCEMENT
@ anchor piers where indicated by
      on foundation plan *

EQ. EQ.
CONC. PIER (SEE PLAN &
SCHEDULE)

Two (2) #re-bar

Typ. Pier

2" min. cover

2" min. cover 2" min. cover typ.

TYP. VERTICAL REINFORCING DOWELS

four (4) #4 vertical dowels
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CLASSROOM #2

TOP OF LANDING FLUSH
w/ FINISHED FLOOR

861
20= 43  P.

CLASSROOM #1

43

164
EXIT CAPACITY TYPICAL

EGRESS WINDOW
MIN. 22" CLEAR WIDTH
MIN. 24" CLEAR HEIGHT
(TYP. OF 3) ROOF OVERHANG

AT BOTH ENDS
OF EACH MODULE

CLASSROOM = 1/20 NET

36"x84" DOOR-
EXISTING TYPICAL

RAMP - UP
MAX. PITCH - 1:12

s

4'x16' WHITE
MARKER BOARD

4'x8' TACKBOARD
4'x8' TACKBOARD

VINYL FLOOR

COAT RACKS
/HOOKS 48"

COAT RACKS
/HOOKS 48"

43
164

J

F F

EM-M

EM-S
B

B

C

s

EM-M
E

C

PP

MINERAL WOOL SOUND
REDUCTION INSULATION BOTH
STUD BAYS (2.5 PCF)

DEMISING WALL TO BE CONT. TO
UNDERSIDE OF ROOF SHEATHING -
SEAL PERIMETER & ALL PENETRATIONS
w/ACOUSTICAL SEALANT

PROVIDE ELECTRIC DOOR
RELEASE FOR CARD READER

LATCHING MECHANISM FOR
WINDOW TO BE 48" A.F.F. MAX &
OPERABLE WITHOUT TOOLS- TYP.

4'x16' WHITE
MARKER BOARD

J

B

+72"

FUTURE SMART BD
LOCATION PROVIDE
CONDUIT TO ABOVE CEILING

CLG.
J

+72"
CLG.

MAIN WATERPROOF
ELECTRICAL PANEL WITH
LOCK & METER
EXACT LOCATION TO BE
FIELD VERIFY

11
4" NPS SCHEDULE 40 METAL HANDRAILS

EACH SIDE OF RAMP MOUNTED ONE @
22" ABOVE RAMP & ONE @ 34" - TYP.

ALL RAMPS & STAIR

861
20

= 43  P.

VINYL FLOOR

12

43
164

34

5

43
164

43
164

EM-S

E

E E

P
EM-S

F F

TREX DECKING
ON P.T. FRAMING

42" HIGH RAILING

3 3

33

40'-10" TRAVEL DISTANCE

40'-10" TRAVEL DISTANCE40'-10" TRAVEL DISTANCE

40'-10" TRAVEL DISTANCE

FLUSH

ACCESSIBLE EXIT
TACTILE  SIGN - TYPICAL

ACCESSIBLE EXIT
TACTILE  SIGN - TYPICAL

ACCESSIBLE EXIT
TACTILE  SIGN - TYPICAL

ELECTRICAL TO MAIN
PANEL BY THE OWNER

REFER TO STAIR &
HANDRAIL DETAILS
SEE A-5.0

PROPOSED MODULAR CLASSROOMS
EXACT CONFIGURATION MAY VARY WITH OWNERS APPROVAL

EM

LINE OF CANOPY ABOVE
PROVIDED BY OTHERS

GALV. METAL POSTS & FRAME FOR
CANOPY PROVIDED BY OTHERS

EM

WALL MTD. HVAC
WALL MTD. HVAC

TREX DECKING
ON P.T. FRAMING

42" HIGH RAILING

11
4" NPS SCHEDULE 40 METAL HANDRAILS

EACH SIDE OF STAIR MOUNTED ONE @
22" ABOVE RAMP & ONE @ 34" - TYP.

ALL RAMPS & STAIR

DOOR  TYPES:
A.   FLUSH 18 GAUGE GALVANNEALED STEEL HOLLOW METAL INSULATED DOOR WITH 5" X 20" CLEAR TEMPERED GLASS PANEL, 1-3/4" THICK.

STEELCRAFT B SERIES DOORS, DESIGN G WITH BAKED-ON PRIMER; BOTTOM OF GLAZING AT 42" ABOVE FLOOR.
B.   FLUSH 18 GAUGE, HEVAY DUTY, HOLLOW METAL DOOR, 1 3/4" THICK WITH BAKED OF PRIMER

DOOR FRAMES:
DOOR FRAMES TO BE HOT DIPPED GALVANIZED, 18 GAUGE HOLLOW METAL JAMBS WITH THREE ANCHORS PER JAMB, RUST INHIBITIVE PRIMER AND
HARDWARE PREP INCLUDING REQUIRED REINFORCING PLATES. FRAME TO BE 2" X WIDTH REQUIRED.

HARDWARE SET #1
HINGES: STANLEY FULL MORTISE CB1900 SERIES, 4-1/2" HIGH HINGES, SATIN CHROME 626 FINISH, MINIMUM THREE PER DOOR.
CLOSER: LCN 4011/4111 WITH HEAVY DUTY CUSH-N-STOP ARM ON ALL EXTERIOR DOORS. INSTALL CLOSER ON THE LEAST

CONSPICUOUS SIDE OF THE DOOR.
EXIT DEVICES: VON DUPRIN 99 SERIES. DEVICES ON RATED DOORS TO BE UL LISTED.
LATCHSETS/LOCKSET:   SCHLAGE RHODES DESIGN LEVER WITH SATIN CHROME 626 FINISH.
DOOR STOPS: GLYNN-JOHNSON 60W WALL BUMPERS TO BE INSTALLED FOR ALL DOORS THAT OPEN AGAINST A WALL.
THRESHOLD: NATIONAL GUARD 425E
WEATHERSTRIPPING: SILL SWEEP AND WEATHERSTRIPPING SIMILAR TO NATIONAL GUARD 200NA & 152S ON ALL EXTERIOR DOORS.
KICKPLATES: 050 STAINLESS STEEL KICKPLATES, 16" HIGH X 2" LESS THAN DOOR WIDTH.

HARDWARE SUPPLIER TO SUBMIT HARDWARE SCHEDULE FOR THE ARCHITECTS REVIEW.

DOOR & HARDWARE SCHEDULE

DOOR

No.

1
2

SIZE

TYPE HE
AD

 D
ET

AI
L

REMARKS

A
A

FRAME
DETAIL/SHEET No.

JA
M

B 
DE

TA
IL

FIRE
RATING

60
 M

IN
UT

ES

20
 M

IN
UT

ES

HARDWARE - SEE SPECIFICATIONS

PA
NI

C 
RE

LE
AS

E
DE

VI
CE

SA
DD

LE
 D

ET
AI

L

PO
SI

TI
VE

 L
AT

CH
IN

G

AU
TO

M
AT

IC
 C

LO
SE

R

HO
LD

-O
PE

N

LE
VE

R,
 H

AN
DL

E

TA
CT

IL
E 

W
AR

M
IN

G

SIGNAGE
MOUNTING HEIGHT
60" ABOVE
FINISHED FLOORKI

CK
 P

LA
TE

S

INDICATES REQUIRED WORK
INDICATES EXISTING
INDICATES REUSE RELOCATED EXISTING

HA
RD

W
AR

E 
SE

T 
No

.

3'
-0

"x
7'

-0
"

2'
-8

"x
7'

-0
"

2'
-6

"x
7'

-0
"

2'
-4

"x
7'

-0
"

1
1

REFER TO A3 FOR ADDITIONAL INFORMATION
FIRE EXTINGUISHERS SHALL BE INSTALLED BY OWNER IN CONFORMANCE WITH NFPA 10
NOTES:

1. ALL CONSTRUCTION MUST MEET OR EXCEED THE STANDARDS OF ANSI S12.60-2002
ACOUSTICAL PERFORMANCE CRITERIA, DESIGN REQUIREMENTS & GUIDELINES FOR SCHOOLS.

2. MINIMUM STC RATINGS:
WALLS - 45
ROOF/CEILING - 45

3. HVAC GRILLS & DIFFUSERS SHALL HAVE A CATALOUGE NOICE CRITERIA RATING OF NC 18 OR
LESS

4. FIRE ALARM IS TO BE INSTALLED WITH ALARM IN RELOCATABLE CLASSROOMS
INTERCONNECTED WITH SCHOOL SYSTEM SO ALARM IN BOTH BUILDINGS WILL ACT
TOGETHER

3 A 1
4 A 1
5 A 1

NOTES:
1. CANOPY / ROOF OVER THE RAMP AND WALKS IS NOT PART OF THE MODULAR CONTRACTORS

SCOPE OF WORK.
2. AT THE CONTRACTORS OPTION THE RAMPS AND STAIRS CAN BE PREFABRICATED ALUMINUM IN

CONFORMANCE WITH ALL CURRENT CODES AND REGULATIONS.
3. ALTERNATE CONFIGURATIONS, DIMENSIONS OF THE UNITS WILL BE CONSIDERED TOTAL S.F. OF

THE UNITS ILLUSTRATED IN THE MAXIMUM THAT WILL BE ALLOWED.
4. MODULAR BUILDING CONTRACTOR IS RESPONSIBLE FOR THE INSTALLATION OF EMPTY CONDUIT

FROM THE EXISTING BUILDING OF THE NEW & DOORS FOR ACCESS CONTROL WIRE.
5. INSTALL DUPLEX RECEPTACLE ON ROOF ADJACENT TO HVAC EQUIPMENT.
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NORTH ELEVATION
SCALE: 1/4" = 1"-0"

48"x48" SLIDING ALUMINUM WINDOW
w/ INSECT SCREEN.

8"x16" ALUMINUM
LOUVERS w/ SCREENS

PROVIDE 2 24"x36" ACCESS PANELS
SCREWED IN PLACE

GRADE

CEILING

FINISHED FLOOR

PROVIDE (2) 24"x36" ACCESS PANELS
SCREWED IN PLACE

GRADE

WEST ELEVATION
SCALE: 1/4" = 1"-0"

EAST ELEVATION
SCALE: 1/4" = 1"-0"

NOTE:
1. AT THE CONTRACTORS OPTION ALUMINUM RAMPS STAIR

AND RAILING WILL BE ACCEPTABLE, BUT MUST BE STATED IN
SUBMITTED  BID.

2. ELEVATIONS ARE SCHEMATIC ONLY - FINAL ELEVATIONS ARE
TO BE SUBMITTED BY THE SELECTED VENDOR.

3. CANOPY (BY OTHERS) OVER RAMP NOT SHOWN FOR CLARITY

ABOVE ASPHALT

FIN. GRADE

CEILING

FINISHED FLOOR
ABOVE ASPHALT

FIN. GRADE

WALL MTD. HVAC

WALL MTD. HVAC

WALL MTD. HVAC

WALL MTD. HVAC
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48"x48" SLIDING ALUMINUM WINDOW
w/ INSECT SCREEN.

8"x16" ALUMINUM
LOUVERS w/ SCREENS

PROVIDE 2 24"x36" ACCESS PANELS
SCREWED IN PLACE

GRADE

PROVIDE (2) 24"x36" ACCESS PANELS
SCREWED IN PLACE

GRADE

WEST ELEVATION
SCALE: 1/4" = 1"-0"

EAST ELEVATION
SCALE: 1/4" = 1"-0"

NOTE:
1. AT THE CONTRACTORS OPTION ALUMINUM RAMPS STAIR

AND RAILING WILL BE ACCEPTABLE, BUT MUST BE STATED IN
SUBMITTED  BID.

2. ELEVATIONS ARE SCHEMATIC ONLY - FINAL ELEVATIONS ARE
TO BE SUBMITTED BY THE SELECTED VENDOR.

3. CANOPY (BY OTHERS) OVER RAMP NOT SHOWN FOR CLARITY

CEILING

FINISHED FLOOR
ABOVE ASPHALT

FIN. GRADE

WALL MTD. HVAC

WALL MTD. HVAC

CANVAS CANOPY

CANVAS CANOPY

CANVAS CANOPY

E
X
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NORTH ELEVATION
SCALE: 1/4" = 1"-0"
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NOTES:
1. INSTALL DUPLEX RECEPTACLE ON

ROOF ADJACENT TO HVAC UNITS
2. INSTALL ELECTRICAL ON ROOF FOR

HVAC EQUIPMENT

3. OWNDER WILL PROVICE 120
240 VOLT

ELECTRICITY FOR MODULAR BUILDING

CLASSROOM #2 CLASSROOM #1

s

J

F F

EM-M

EM-S

B

C

s

EM-M
E

C

PP

J

J

EM-S

E

E E

P
EM-S

F F

3 3

33

A

A

A

A

A

A

A

A

A

A

A

A

A
A

A
A

A
A

A
A

A
A

A

A A

24" x 48" LAY-IN FLUORESCENT
LIGHT FIXTURE. CHAIN 4 CORNERS

TO STRUCTURE ABOVE

24" x 48" ACOUSTICAL CEILING

TILES W/15
16" INVERTED TEE

SUSPENDED GRID SYSTEM

EM

EM

ELECTRICAL/REFLECTED CEILING PLAN
SCALE: 1/4" = 1"-0"

WAC LIGHTING WP-LED 335. 30
aWT FLOOD LIGHT TYPICAL

WATERPROOF EM FIXTURE

MIN. No. 12 GAGE GALV. SOFT
ANNEALED MILD STEEL WIRE

3"
 M

AX

CEILING SYSTEM GRID RUNNERS

101

861
20 = 43  P.

164
45

15

145'

3

RIGID INSULATION

THERMAL BATT INSULATION

ACOUSTICAL INSULATION

FLUSH CONDITION

ROOM NUMBER

ROOM OCCUPANCY LOAD
AREA IN SQUARE FEET
ROOM OCCUPANCY LOAD
EXIT CAPACITY

MAXIMUM ALLOWABLE EGRESS
OCCUPANCY OF DOOR OR STAIR
DIRECTION OF TRAVEL
WITH ACCUMULATED OCCUPANCY LOAD

MAXIMUM TRAVEL DISTANCE
FROM FURTHEST POINT

ACCESSIBLE AREA OR EXIT

1 HOUR FIRE RATED WALL
(TIGHT TO DECK ABOVE)

2 HOUR FIRE RATED WALL
(TIGHT TO DECK ABOVE)

2 HOUR FIRE WALL WHERE NOTED ACTUAL
EGRESS OCCUPANCY OF DOOR OR STAIR
20 MINUTE FIRE RESISTANCE RATING

SINGLE POLE SWITCH

THREE WAY SWITCH

DUPLEX RECEPTACLE

EMPTY JUNCTION BOX WITH 3/4" CONDUIT TO ABOVE CEILING

FIRE ALARM PULL STATION

FIRE ALARM HORN / STROBE

AC/DC SMOKE DETECTOR
PROXIMATY CARD READER BY OWNER

EMERGENCY LIGHT, MASTER UNIT

EMERGENCY LIGHT, SLAVE UNIT - WATERPROOF

WALL MOUNTED SELF CONTAINED EXIT SIGN

WALL MOUNTED LED LIGHT

CEILING MOUNTED FLOURESCENT FIXTURE

EM-S
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48" RAMP

LINE OF 2"x2"
BALUSTERS
BEYOND

CONT. 2x4

4"x4" WOOD POST
MAX. 8'-0"o.c.

FINISHED GRADE OR
ASPHALT

42
"

3"

11
2" CLEAR

8" DIAMETER CONCRETE
PIER WITH FOOTING ON
VIRGIN SOIL

SIMPSON GALVANIZED
METAL POST BASE

2"x8" JOISTS 16"o.c.
MAX. 8'-0" SPAN

5/4"x6" TREX DECKING

1 1/4"Ø NPS SCHEDULE 40
HOLLOW METAL PIPE
HANDRAIL WITH STEEL
BRACKETS. 1.66" MAX O.D.

CONT. 2x4
5/4"x4"
CAP-CONTINUOUS

CONT. 2x4

42
"

3"

4"x4" POST 8'-0" ON CENTER MAXIMUM
LESS THAN 4" CLEAR

12"

END OF RAMP

2"x2" WOOD
BALUSTERS 5"o.c.

4"x4" POST

2"x8" JOISTS

34
"

RAMP DOWN - 1"/12"MAX. SLOPE
MAXIMUM RUN = 30'-0"
NON-SLIP SURFACE

48
"

12"

2'-0" MIN.

8'
-5

"

36"x80" DOOR WITH LEVER
HARDWARE & 1/2" HIGH
THRESHOLD

5/4"x6" TREX DECKING

CLASSROOM

42" HIGH WOOD GUARD & BALUSTERS

(2) 11
4" NPS SCHEDULE 40 HOLLOW

METAL HANDRAIL WITH STEEL BRACKETS

DECK & FLOOR TO BE FLUSH

1'
-1

0"

12
"

TYPICAL RAMP ELEVATION

TYPICAL RAMP PLAN

TYPICAL SECTION
THRU RAMP RAILING

34
"

1'-0"

1'-0"11"7"
 M

AX
.

11
4" NPS HANDRAIL METAL

PIPE CONTINUOUS WITH
RETURNS TO WALL OR
GUARD AT ALL ENDS.

2x6 JOISTS-16"o.c.-LAG BOLT
TO STRUCTURE

60
"

1'-0"

2'-0"

5'
-0

" C
LE

AR

11" TREADS MAX.
7" MAX. RISERS

5'-6"

CLASSROOMDECK & FLOOR
TO BE FLUSH

36"x80" DOOR WITH
LEVER HARDWARE &
1/2" HIGH THRESHOLD

5
4"x6" TREX DECKING

42" HIGH WOOD GUARD &
BALUSTERS

11
4" NPS SCHEDULE 40

HOLLOW METAL HANDRAIL
WITH STEEL BRACKETS

TAPERED NOSING ON ALL
STAIR TREADS

22
"

22
"

34
"

2x12 STRINGER

(2) 2x6 TREADS

CLOSED RISER

TYPICAL STAIR PLAN TYPICAL STAIR HAND RAIL
EXTENSIONS

42
"

2'
-1

"
8'

-0
" C

LE
AR

 C
EI

LI
NG

 H
EI

GH
T

8'
-4

 1
/2

" S
ID

E 
W

AL
L 

HE
IG

HT
2'

-1
1 2"

1'-0"

.045" SINGLE PLY EPDM ROOFING SYSTEM

PRE-ENGINEERED WOOD TRUSSES AT 24"o.c. ALL
WOOD CONSTRUCTION SHALL USE GANG-NAIL TYPE
TRUSS PLATES. MANUFACTURER SHALL HAVE
CERTIFIED ENGINEER STAMPED PLANS FOR STATE
WHERE MODULAR BUILDING IS INSTALLED

FASCIA - TO MATCH SIDING

ALUMINUM EVE TUBE w/2"x3" RAIN LEADER

RIGID ROOF INSULATION (R-25) OR FIBERGLASS (R-38)
INSULATION ABOVE CEILING MIN. STC = 45

5/8" PLYWOOD SHEATHING

EXTENDED PRE-ENGINEERED WOOD TRUSS

2'-0"x4'-0" SUSPENDED CEILING SYSTEM CLASS 'A'
PANELS w/SUSPENDED CEILING GRID. FLAME SPREAD
- 25 / SMOKE DEVELOPED - 50

2x6 WOOD STUDS AT 16"o.c.

1/2" VINYL CLAD GYPSUM. FLAME SPREAD- 25 OR
LESS. SMOKE DEVELOPED - 50 OR LESS.

7/16" PRE-FINISHED HARDBOARD SIDING W/
REVERSED BOARD & BATTEN PATTERN & 8"o.c.
VERTICAL GROOVES.

BOTTOM BOARD - 1/2" THICK

3/4" T & G PLYWOOD SUBFLOOR

5/8" PLYWOOD STURDI-FLOOR

FLOORING:
· VINYL COMPOSITION TILE w/ LOW VOC ADHESIVE

4" HIGH VINYL BASE MOLDING

R-19 KRAFT FACED INSULATION

1 X 4 TO BE SUPPLIED &
INSTALLED ON SITE

CONCRETE PEIRS WITH
SEISMIC HOLD DOWN TIES

SKIRTING TO BE INSTALLED ON SITE.
TO MATCH SIDING MATERIAL

GENERAL NOTES

1. ALL INSULATION TO BE BATT. TYPE W/ KRAFT PAPER ON WARM SIDE, AS
FOLLOWS:
FLOOR  6" (R-30)
WALLS 3-1/2" (R-20)
ROOF (R-25) C.I. OR R-38

2. ALL STRUCTURAL LUMBER TO BE DOUGLAS FIR w/fb=1350 P.S.I. UNLESS
OTHERWISE SPECIFIED ON DRAWINGS.

3. ALL OPENINGS OVER 3'-0" TO HAVE HEADERS.  ALL HEADERS, UNLESS
OTHERWISE NOTED, SHALL BE (2) 2X6 W/ 1/2" PLYWOOD SPACER (GLUED &
NAILED) AND LIMITED TO 6'-0" CLEAR SPANS.

4. ALL INTERIOR PARTITIONS SHALL BY 2X4 WOOD STUDS AT 16" O.C. UNLESS
OTHERWISE NOTED. INSTALL 3-1/2" INSULATION (UNFACED) FOR SOUND
DEADENING.

5.  ALL MODULAR COMMON MATING WALLS SHALL BE DOUBLE 2X4 WOOD
STUDS AT 16" O.C. UNLESS OTHERWISE NOTED.

6. THE FASCIA WILL BE DETERMINED BY THE PRE-ENGINEERED WOOD TRUSS
HEIGHT. THE  TRUSS SHALL EXTEND TO THE WIDTH OF THE ROOF OVERHANG
AS SHOWN ON THE CROSS-SECTION.

7. ROOF TO HAVE MIN. 1/2" PER FOOT SLOPE

FIN. FLOOR

BUILDING SECTION
SCALE: 1/2" = 1"-0"

NOTES:
1. ALL CONSTRUCTION MUST MEET OR EXCEED THE

STANDARDS OF ANSI S12.60-2002 ACOUSTICAL
PERFORMANCE CRITERIA, DESIGN REQUIREMENT
GUIDELINES FOR SCHOOLS.

2. MINIMUM STC RATINGS
   WALLS - 45
   ROOF/CEILING - 50

3. HVAC GRILLS & DIFFUSERS SHALL HAVE A CATALOUGE
NOICE CRITERIA RATING OF NC 18 OR LESS

4. PROVIDE SIESMIC TIE DOWN CONNECTIONS TO MEET ALL
BUILDING CODE REQUIREMENTS

9" 9"

18
" C

LE
AR

SP
AC

E

DOOR

60
" M

AX
.

FLOOR

 6
"

 6"

48
" M

AX
. BRAILLE (GRADE 2) IN

CONFORMANCE
WITH ICC/ANSI A117-1-2003

WHITE RAISED CHARACTERS &

LETTERS 1
32" ABOVE

BACKGROUND

PLAN

ELEVATION

DARK BLUE BACKGROUND

18"
MIN. CLEAR

12"
MIN.

CLEAR

6" MARBLE SADDLE -
MAX. 12" HT. -
TAPERED EDGE TO
MEET ADJACANT
FLOOR FINISHES TYP.

36" DOOR WITH
CLOSER TYPICAL

42
"

M
IN

. C
LE

AR

CL

TYPICAL DOOR CLEARANCE LOCATION OF TACTILE SIGNS

3/4" WIDE STROKES
OF LETTERS

DARK BLUE
BACKGROUND

WHITE LETTERS

MOUNT CENTERLINE
OF SIGN 52" ABOVE
FINISHED FLOOR SURFACE

RAISED CHARACTERS
1/32" ABOVE BACKGROUND

REFER TO DRAWING A3.0 FOR
ADDITIONAL SIGN INFORMATION

1'
-4

"

TACTILE EXIT SIGN TACTILE EXIT /ACCESSIBILITY SIGN

EXIT

DARK BLUE
BACKGROUND

WHITE RAISED CHARACTERS 1
32"

ABOVE BACKGROUND

BRAILLE (GRADE 2) IN
CONFORMANCE WITH
ICC/ANSI A117-1-2003

1. AT THE CONTRACTORS OPTION ALUMINUM RAMPS STAIR
AND RAILING WILL BE ACCEPTABLE, BUT MUST BE STATED IN
SUBMITTED  BID.

2. ELEVATIONS ARE SCHEMATIC ONLY - FINAL ELEVATIONS ARE
TO BE SUBMITTED BY THE SELECTED VENDOR.
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